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I. Required Separations Between Garages and Cantile- B. The separation between the garage and a Group R,
vered Group R, Division 1 or 3 Occupancies Division 3 Occupancy may be limited to the installa-

tion of materials approved for one-hour construction
on the garage side of the occupancy separation. All
structural supports for this one-hour material shall
be of one-hour fire-resistive construction.

When any portion of a Group R, Division 1 or 3
Occupancy has an upper story cantilevered over an area
where motor vehicles can be parked, that area will be
considered a garage area and must be separated from the

rest of the building as follows: Il. Exemptions

A. The separation between the garage and a Group R, Garage areas which are underneath a cantilever of
Division 1 Occupancy shall be a one-hour occupancy five (5) feet or less are exempt from the above require-
separation. All structural supports for the occupancy ment.
separation shall be of one-hour fire-resistive con-
struction.

This information is available in alternative formats for persons with disabilities.
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